VA # 640-385 — VA SIMULATION CENTER May 16, 2014
VA PALO ALTO HEALTH CARE SYSTEM
PALO ALTO, CA 94304 ADDENDUM 2

SECTION 09 06 00
SCHEDULE FOR FINISHES

PART I - GENERAL

1.1 DESCRIPTION
This section contains a coordinated system in which requirements for materials specified in other
sections shown are identified by abbreviated material names and finish codes in the room finish
schedule or shown for other locations.

1.2 MANUFACTURERS
Manufacturer’s trade names and numbers used herein are only to identify colors, finishes, textures
and patterns. Products of other manufacturer’s equivalent to colors, finishes, textures and patterns
of manufacturers listed that meet requirements of technical specifications will be acceptable upon
approval in writing by contracting officer for finish requirements.

1.3 SUBMITALS
A. Submit in accordance with SECTION 01 33 23, SHOP DRAWINGS, PRODUCT DATA, AND SAMPLES—provide

quadruplicate samples for color approval of materials and finishes specified in this section.

1.4 APPLICABLE PUBLICATIONS
A. Publications listed below form a part of this specification to the extent referenced. Publications
are referenced in text by basic designation only.
B. MASTER PAINTING INSTITUTE: (MPI)
2001 .0 i i Architectural Painting Specification Manual
PART 2- PRODUCTS
2.1 NOT USED
2.2 DIVISION 32 - EXTERIOR IMPROVEMENTS
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A. 32 14 13, CONCRETE UNIT PAVERS

Manufacturer Mfg. Color Name/No.

DAVIS COLORS PEBBLE WITH SANDBLAST FINISH

2.3 DIVISION 03 - CONCRETE
A. SECTION 03 49 00, GLASS-FIBER-REINFORCED CONCRETE (GFRC)

Finishes COLOR

Abrasive-Blast Finish White

2.4 DIVISON 04 - MASONRY - NOT APPLICABLE

2.5 DIVISION 05 - METALS

A. SECTION 05 12 13, ARCHITECTURAL EXPOSED STRUCTURAL STEEL

Item Finish Color

Brace Frame AESS P-1A

B. SECTION 05 51 00, METAL STAIRS AND 05 70 11 DECORATIVE GLAZED RAILING

Component Finish/Material Color
Guard Rails Glass G-7
Handrails Stainless Steel Satin finished clear anodized
Stringers AESS P-1A
Risers Porcelain Tile PT-1
Underside AESS P-1A
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C. SECTION 07 95 13,

EXPANSION JOINT COVER ASSEMBLIES
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Material

Finish

Manufacturer

Mfg. Color Name/No.

Floor Component
Cover Plate Frame
Casket or Sealant

(interior only)

Aluminum

Mill

Balco NBR series

Wall Component
Cover Plate Frame
Casket or Sealant

(interior only)

Aluminum/Santoprene

Mill

Balco GCVS series

Gray

Ceiling Component

Cover Plate, Gasket
or Sealant

(interior only)

Aluminum/Santoprene

Mill

Balco GCVS series

White

Exterior Wall
Cover Plate Frame

Thermoplastic Joint

Santoprene

Balco FCWW series

Black

2.6 DIVISION 06 WOOD, PLASTICS, AND COMPOSITES

A. SECTION 06 41 1le,

COUNTERTOPS

PLASTIC-LAMINATE-FACED ARCHITECTURAL CABINET and Section 06 41 20.11 SOLID PLASTIC

1. Millwork & Casework

Room No. and Name Component Material Finish Color

B151 DEBRIEFING Countertop 55-1 - CORIAN, WHISPER
ROOM-1

09 06 0O
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B157 PATIENT ROOM Countertop 55-1 CORIAN, WHISPER
Back panel above SS5-1 CORIAN, WHISPER
sink
Vertical Surface PL-1 WILSONART, FUSION MAPLE
7909-60
Shelving PL-1 WILSONART, FUSION MAPLE
7909-60
Trim PL-1 WILSONART, FUSION MAPLE
7909-60
Drawers PL-1 WILSONART, FUSION MAPLE
7909-60
B159 PATIENT ROOM Countertop S5S5-1 CORIAN, WHISPER
Back panel above SS-1 CORIAN, WHISPER
sink
Vertical Surface PL-1 WILSONART, FUSION MAPLE
7909-60
Shelving PL-1 WILSONART, FUSION MAPLE
7909-60
Trim PL-1 WILSONART, FUSION MAPLE
7909-60
Drawers PL-1 WILSONART, FUSION MAPLE
7909-60
B160 DEBRIEFING Countertop S5S5-1 CORIAN, WHISPER
ROOM-2
Bl66 OFFICE, Countertop SS-1 CORIAN, WHISPER
SHARED
B161 TOILET, MALE Countertop 55-1 CORIAN, WHISPER
Vertical apron SS-1 CORIAN, WHISPER
B167 WET AND DRY Countertop SS-1 CORIAN, WHISPER
UTILITY
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Vertical Surface PL-1 - WILSONART, FUSION MAPLE
7909-60
Shelving PL-1 - WILSONART, FUSION MAPLE
7909-60
Trim PL-1 - WILSONART, FUSION MAPLE
7909-60
Drawers PL-1 - WILSONART, FUSION MAPLE
7909-60
B170 LEARNER Countertop SS-1 - CORIAN, WHISPER
SEQUESTRATION
Vertical Surface PL-1 - WILSONART, FUSION MAPLE
7909-60
Shelving PL-1 - WILSONART, FUSION MAPLE
7909-60
Trim PL-1 - WILSONART, FUSION MAPLE
7909-60
Drawers PL-1 - WILSONART, FUSION MAPLE
7909-60
B171 RECEPTION Countertop SS-2 - CORIAN, MEDEA
Vertical S5S-3 Polished 3FORM, STONE SERIES-TRACE
Surface, Public BONE
side
Vertical PL-1 - WILSONART, FUSION MAPLE
Surface, Staff 7909-60
side
Trim PL-1 - WILSONART, FUSION MAPLE
7909-60
Tackable Surface Cork - -
at staff side
Drawers PL-1 - WILSONART, FUSION MAPLE

7909-60
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C-11 CORRDIOR Countertop SS5-1 CORIAN, WHISPER
Vertical Surface PL-1 WILSONART, FUSION MAPLE
7909-60
Shelving PL-1 WILSONART, FUSION MAPLE
7909-60
Trim PL-1 WILSONART, FUSION MAPLE
7909-60
Drawers PL-1 WILSONART, FUSION MAPLE
7909-60
Glass door & GL-3 Tempered Glass
Shelf
B173 CLINIC ROOM Countertop S5S5-1 CORIAN, WHISPER
Back panel above SS-1 CORIAN, WHISPER
sink
Vertical Surface PL-1 WILSONART, FUSION MAPLE
7909-60
Shelving PL-1 WILSONART, FUSION MAPLE
7909-60
Trim PL-1 WILSONART, FUSION MAPLE
7909-60
Drawers PL-1 WILSONART, FUSION MAPLE
7909-60
B174 DEBRIEFING Countertop S5S5-1 CORIAN, WHISPER
ROOM-3
Vertical Surface PL-1 WILSONART, FUSION MAPLE
7909-60
Shelving PL-1 WILSONART, FUSION MAPLE
7909-60
Trim PL-1 WILSONART, FUSION MAPLE
7909-60
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7




VA # 640-385 — VA SIMULATION CENTER May 16, 2014
VA PALO ALTO HEALTH CARE SYSTEM

PALO ALTO, CA 94304 ADDENDUM 2
B175 TOILET, Countertop 55-1 - CORIAN, WHISPER
FEMALE
Vertical apron SS-1 - CORIAN, WHISPER

B. SECTION 06 42 16, FLUSH WOOD PANELING

Room No. Wood Wall Manufacturer Series Manufacturer Color Perforation
and Name Paneling
A100 LOBBRY WD-1 ARMSTRONG Woodwork Natural Maple (Match Round Straight (W2)
Wall Panel Education Building Wood
ceiling)

2.7 DIVISION 07 - THERMAL AND MOISTURE PROTECTION

A. SECTION 07 42 13.13, Metal Wall Panel

Color Manufacturer

As selected by Architect from Manufacturer’s full -
range

B. SECTION 07 42 45, Aluminum Composite wall panel

Finish Manufacturer

Warm Anodized Aluminum -
(Match Education Building)

C. SECTION 07 44 56, Mineral Fiber Reinforced Cementitious panels Assembly

Manufacturer Mfg. Color Name/No.

Swisspearl CARAT SL 7020 BLACK OPAL GSO
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D. SECTION 07 54 19, POLYVINYL-CHLORIDE ROOFING

Color Manufacturer

White -
(Match Education Building)

E. SECTION 07 62 00, FLASHING AND SHEET METAL

Item Material Finish
Coping Aluminum Match Aluminum Composite wall
panel

2.8 DIVISION 08 - OPENINGS
A. SECTION 08 11 13, HOLLOW METAL DOORS AND FRAMES

Paint both sides of door and frames same color including ferrous metal louvers, and hardware attached

to door
Component Color of Paint Type and Gloss
Door (EXTERIOR) P-6
Frame (EXTERIOR) P-6
Door (INTERIOR) N/A
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Frame (INTERIOR) P-1A
B. SECTION 08 14 00, WOOD DOORS
Component Finish/Color
Doors MFR: MARSHFIELD
SPECIES: FSC CERTIFIED WHITE MAPE
FINISH: QUARTER SLICED, SLIP MATCHED, CENTER
BALANCED, CLEAR FINISH (MATCH EDUCATION BUILDING)
Frames Clear anodic coating

C. SECTION 08 33 13, COILING COUNTER DOORS

Location Material

Finish

B171 RECEPTION Aluminum

Clear anodic coating

D. SECTION 08 71 00, BUILDERS HARDWARE

Item

Finish

Hinges (exterior door)

ANSI Al156.18, 626 OR 630 (Satin)

Hinges (Interior door)

ANSI Al156.18, 626 OR 630 (Satin)

Floor Pivot Sets

Match door trim

Door Closers

Factory applied finish. Dull or Satin Aluminum color

Threshold

Mill finish Aluminum

Cover plates for floor hinges and
pivots

ANSI Al156.18,630 (Satin)

Other primed steel hardware

ANSI Al56.18,600 (Satin)
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E. SECTION 08 80 00, GLAZING
Name Glass Type Manufacturer Mfg. Color Name/No.
G-1 (Exterior) VIRACON OR EQUAL VNE19-63
G-2 (Exterior) VIRACON OR EQUAL VNE19-63
G-3 (Interior) Monolithic clear float glass, - -
fully tempered
G-4 (Interior) Monolithic clear float glass, Skyline Design 5+Collection, Avenue SE
fully tempered, decorative
pattern
G-5 (Interior) Laminated mirrored float glass, Acoustical Surfaces, Inc. MODEL studio 5
fully tempered
G-6 (Interior) Spandrel glass Guardian Inglass SatinDeco UltraMirror
G-7 (Interior) Monolithic clear float glass, - -
fully tempered
G-8 (Interior) Fire rated glass - Clear
F. SECTION 08 44 23, STRUCTURAL-SEALANT-GLAZED CURTAIN WALLS
Component Material Finish Manufacturer Mfg. Color Name/No.
Frame Aluminum Anodized - -
(Match Education
Building)
Glazing SEE GLAZING - - -
FINISHES

2.9 DIVISION 09 - FINISHES
A. SECTION 09 24 00,

PORTLAND CEMENT PLASTERING
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Color

Manufacturer

Mfg. Color Name/No.

Light Gray

STUC-O-FLEX INTERNATIONAL, INC.

312 LIGHT GRAY

B. SECTION 09 30 13,

CERAMIC/PORCELAIN TILING

1. SECTION 09 30 13, CERAMIC

TILING & BASE

Mfg. Color Name/No

Finish code SIZE Manufacturer
CWT-1 3”7 X 6" UNITED STATES CERAMIC TILE BISCUIT
PR-2 6”H BASE UNITED STATES CERAMIC TILE BISCUIT
GROUT HYDROMENT DELOREAN GRAY H160

2. SECTION 09 30 13,

PORCELAIN TILE & BASE

Mfg. Color Name/No.

Finish Code Size Manufacturer
PT-1 247 X 48" ROCA TILE GROUP PACKSTONE-ARENA
PT-2 127 X 24" ROCA TILE GROUP PACKSTONE-BAMBOO
PB-1 6”H BASE ROCA TILE GROUP PACKSTONE-ARENA
GROUT HYDROMENT FLASH WALNUT H141

C. SECTION 09 51 13, ACOUSTICAL

PANEL CEILINGS

Finish Code Grid Color Manufacturer Mfg Name/No.
AT-1 Interlude 9/16” white Armstrong Optima 2x2 - BEVELED TEGULAR
AT-2 Interlude 9/16” white Armstrong Optima Large format - BEVELED TEGULAR
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AT-3 Interlude 9/16” white Armstrong TECHZONE - BEVELED TEGULAR
D. SECTION 09 64 00 WOOD FLOORING
Finish Code Species Size Manufacturer Mfg Name/No.
WD-1 Maple 48” x 5”x 3/8”THK Armstrong ESP5240 NATURAL
E. SECTION 09 65 13, RESILIENT BASE AND ACCESSORIES
Finish Code Ttem Height Manufacturer Mfg Name/No.
RB-1 Resilient Base 6” H JOHNSONITE 179 STEEL
RB-2 Resilient Sheet 6” H - MATCH FLOOR
flooring cove base
Finish Code Material Height Manufacturer Color
MTL-1 1/8” THK steel plate 6” H - P-4

F. SECTION 09 65 16,

RESILIENT SHEET FLOORING

Finish Code Pattern name Manufacturer Mfg. Color Name/No.
RSF-1 MEDINTONE SHEET Armstrong NATURAL H8312
RSF-2 REJUVENATIONS SHEET- Armstrong GINGER

AMBIGU ALCHEMY 38063
G. SECTION 09 68 13, TILE CARPETING

Finish Code Pattern Manufacture Mfg. Color Name/No.
c-1 GLITZ 59360 SHAW CONTRACT EDAMAME #60309
Cc-2 RADIANCE 59361 SHAW CONTRACT EDAMAME #60309

09

06 00 - 13
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SECTION 09 91 00,

PAINT AND COATINGS

1. MPI Gloss and Sheen Standards

Gloss Level 1

N

Gloss Level

Gloss Level
Gloss Level
Gloss Level

Gloss Level

~N o U1 w

Gloss level

a

a high side sheen flat-“a velvet-like”

traditional matte finish-flat

Gloss

max 5

finish

a traditional “egg-shell 1like” finish 10-25
a “satin-like” finish 20-35
a traditional semi-gloss 35-70
a traditional gloss 70-85

high gloss

@60

units,

max 10 units,

units,
units,
units

units

May 16, 2014
ADDENDUM 2
Sheen @85
and max 10 units
and
10-35 units
and 10-35 units
and min. 35 units

more than 85 units

2. Paint code Gloss Manufacturer Mfg. Color Name/No.
P-1 3 KELLY-MOORE PRISTINE LINEN OW228-1
P-1A 6 KELLY-MOORE PRISTINE LINEN OW228-1
P-2 3 BENJAMIN MOORE MOONSHINE 2140-60
P-3 3 KELLY-MOORE PORTSMOUTH OLIVE KM 3405-2
P-4 5 KELLY-MOORE OPENING NIGHT KM 3832-5
P-5 5 KELLY-MOORE DUNGEON AC259-5
P-6 6 KELLY-MOORE PLYMOUTH GRAY 178

I.

SECTION 09 77 23,

FABRIC WRAPPED PANELS

Finish Code

Manufacturer

Mfg. Color Name/No.

WC-1

CARNEGIE

XOREL/NEXUS 417

09 06 00
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WC-2

KOROSEAL

KASHI/INCENSE STICK 7621-02

2.10 DIVISION 10 - SPECIALTIES

A. SECTION 10 11 13 MARKERBOARDS AND TACKBOARDS
Room No. and Component Material Manufacturer Mfg. Color Name/No.
Name
B151 Magnetic Glass Dry Glass - Gloss white
DEBRIEFING Erase Board
ROOM-1
B152 LARGE White Board - - White
SIMULATION
B160 Magnetic Glass Dry Glass - Gloss white
DEBRIEFING Erase Board
ROOM-2
B174 Magnetic Glass Dry Glass - Gloss white
DEBRIEFING Erase Board
ROOM-3
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B. SECTION 10 25 13, PATIENT BED SERVICE WALLS
Component Material Finish Manufacturer Mfg. Color/Name
Cabinet Frame Aluminum White Modular Profile Headwall -
Formica #923 “Surf”
Face Panel Vinyl applied White Modular Profile Headwall -
aluminum Formica #923 “Surf”
C. SECTION 10 26 00, WALL GUARDS AND CORNER GUARDS
Item Material Manufacturer Mfg. Color Name/No.
Corner Guards Vinyl applied aluminum C/S Construction White
Specialties
Wall Guard Vinyl applied aluminum C/S Construction White
Specialties
D. SECTION 10 14 00, Signage - See Signage package for finishes
2.11 DIVISION II - EQUIPMENT NOT APPLICABLE
2.12 DIVISION 12- FURNISHINGS
A. SECTION 12 24 13, ROLLER WINDOW SHADES
Component Manufacturer Product Name Mfg. Color
Shade Cloth (WS1) Mechoshade THERMOVEIL 1300 SERIES 5% SILVER BIRCH #1319
Shade Cloth (WS2) Mechoshade EQUINOX BLACKOUT 0100 SILVER #0105
SERIES

B. SECTION 12 48 16, Entrance Floor Grill
Manufacturer Product Name Mfg. Color-Carpet Tread Inserts Mfg. Color -Rail & Frame
CONSTRUCTION PEDIMAT M1 - 9322 Slates Standard Mill finishes

SPECIALITES (C-S ALUMINUM TAPERED

GROUP) ANGLE FRAME
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2.13 DIVISION 13 - SPECIAL CONSTRUCTION
A. Not used

2.15 DIVISION 22 - PLUMBING

A. SECTION 22 40 00, PLUMBING FIXTURES AND TRIM

Item Color
Water Closet Standard polish
Lavatories Smooth bright finish
Service Sink Corner Gray
Laundry Tub White

2.16 DIVISON 26 - ELECTRICAL
A. Not used
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PART III EXECUTION
3.1 FINISH SCHEDULES & MISCELLANEOUS ABBREVIATIONS

Plastic Laminate PL
FINISH SCHEDULE & MISCELLANEOUS ABBREVIATIONS Solid Surface SS
Acoustical Wood wall paneling WD
Term Abbreviation
Composite Wood Paneling MDF
Floor finishes Fébric Wrapped Panels WC
- - Window Shades WS
Tile Carpeting C
Porcelain Tile PT
Resilient Sheet flooring RSF — -
Sealed Concrete SC Ceiling finishes
Wood flooring WD Acoustical Ceiling 2X2 AT-1
Walk Off Mat WM Acoustical Ceiling, large AT-2
format
Base Acoustical Ceiling, Techzone AT-3
Resiliont Base =B Wood Panel Ceiling WD
Porcelain Tile Base PB Cypsum Wall Board CrP
Painted Steel Base MTL

Wall & other finishes

Ceramic Wall Tile CWT

Paint p

3.2 FINSIH SCHEDULE SYMBOLS

Symbol Definition

x*x Same finish as adjoining walls
- No color required

E Existing

XX To match existing

EFTR Existing finish to remain

RM Remove

09 06 00 - 18



VA # 640-385 — VA SIMULATION CENTER

VA PALO ALTO HEALTH CARE SYSTEM

PALO ALTO, CA 94304

3.3 ROOM FINISH SCHEDULE

A. Match adjoining or existing similar surfaces colors,

B. ROOM FINISH SCHEDULE

by alterations or new work when not scheduled.
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textures or patterns where disturbed or damaged

Room Room Name FLOOR BASE Wall WAINSCOT CEILING REMARK
No.
A100 LOBBY N | PT-1/PT-2 | N MTL-1 MDF-1 GYP (P-1)/
E E EFTR EFTR WD/
W s MTL-1 MDF-1 AT-2
W MTL-1 MDF-1/WD-1
c MTL-1 MDF-1
A200 LOBBY N | PT-1/PT-2 | N | MTL-1/PB-1 MDF-1/P-1 GYP (P-1)/
E E EFTR EFTR AT-2& AT-3
" s | MTL-1/PB-1 MDF-1/P-1
W PB-1 p-1
C MTL-1 MDF-1
B151 DEBRIEFING c-1 N RB-1 p-1 GYP (P-1)/
RooM-1 E E RB-1 p-1 WC-1 AT-2 & AT-3
s RB-1 p-1 WC-1
W RB-1 p-1
B152 LARGE RSF-1 N RB-2 p-3 AT-1
SIMULATION - . p—_— - —_
s RB-2 P-3

09 06 00
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W RB-2 p-1 WC-2
B153 ANTE ROOM N RSF-1 N RB-2 p-1 AT-1
E E RB-2 p-1
W
S RB-2 p-1
W RB-2 p-1
B154 STORAGE N RSF-1 N RB-2 p-1 AT-1
E E RB-2 P-1
W
S RB-2 p-1
W RB-2 p-1
B155 CONTROL N RSF-1 N RB-2 P-1 AT-1
E E RB-2 P-1
W
S RB-2 p-1
W RB-2 p-1
B156 PATTIENT ROOM N RSF-1 N RB-2 P-1 AT-1
(SHELL) -
E RB-2 P-1
W
S RB-2 p-1
W RB-2 P-1
B157 PATIENT ROOM RSF-1 N RB-2 P-1 WC-2 AT-1
E E RB-2 p-1
S RB-2 p-1 WC-2
W RB-2 P-1
B158 CONTROL RSF-1 N RB-2 P-1 AT-1
E E RB-2 p-1
S RB-2 P-1
W RB-2 P-1
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B159 PATIENT ROOM N RSF-1 N RB-2 pP-1 WC-2 AT-1
E E RB-2 pP-1
W
S RB-2 p-1 WC-2
W RB-2 p-1
B160 DEBRIEFING N c-1 N RB-1 pP-1 We-1 GYP (P1)/
ROOM-2 _ _
E E RB-1 P-1 wWC-1 AT-2 & AT-3
W
S RB-1 P-1
W RB-1 p-1
B161 TOILET, MALE N PT-2 N PB-2 CWT1 GYP (P1)
E E PB-2 CWT1
W
S PB-2 CWT1
W PB-2 CWT1
B163 MEDICAL GAS N SC N RB-1 p-1
STORAGE =
E RB-1 P-1
W
S RB-1 P-1
W RB-1 p-1
B164 AV RACK ROOM N sC N RB-1 p-1
E E RB-1 p-1
W
S RB-1 p-1
W RB-1 p-1
B165 ELECT N SC N RB-1 p-1
E E RB-1 p-1
W
S RB-1 p-1
W RB-1 P-1
B166 | OFFICE, SHARED | N c-2 N RB-1 P-1 AT-1
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E E RB-1 p-1
W
S RB-1 p-2
W RB-1 p-1
B167 WET AND DRY N RSF-1 N RB-2 p-1 AT-1
TILITY
v E E RB-2 pP-1
W
S RB-2 p-1
W RB-2 p-1
B168 STORAGE N RSF-1 N RB-1 p-1 AT-1
E E RB-1 p-1
W
S RB-1 p-1
W RB-1 p-1
B170 LEARNER N RSF-1 N RB-2 p-1 AT-1
SEQUESTRATION
0 E E RB-2 P-1
W
S RB-2 P-1
W RB-2 p-1
B171 RECEPTION c-2 N RB-1 p-1 AT-1
E E RB-1 P-1
S RB-1 P-1
W RB-1 p-1
B172 PREP/STORAGE N RSF-1 N RB-2 p-1 AT-1
E E RB-2 p-1
W
S RB-2 P-1
W RB-2 p-1
B173 CLINIC ROOM N RSF-1 N RB-2 p-1 WC-2 AT-1
E E RB-2 p-1
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w S RB-2 pP-1 WC-2
W RB-2 P-1
B174 DEBRIFING N c-1 N RB-1 P-1 GYP (P-1)/
ROOM-3 E = RE-1 p1 AT-2 & AT-3
" S RB-1 P-1 We-1
W RB-1 p-1 We-1
B175 | TOILET, FEMALE | N PT-2 N PB-2 CWT-1 GYP (P-1)
E E PB-2 CWT-1
" S PB-2 CWT-1
W PB-2 CWT-1
B176 MECHANICAL N sc N RB-1 p-1
E E RB-1 P-1
" S RB-1 p-1
W RB-1 p-1
B177 HAC N sC N RB-1 p-1 GYP (P-1)
E E PB-2 p-1 CWT-1
48" AFF
S PB-2 p-1 CWT-1
48”AFF
W RB-1 p-1
c-10 CORRIDDOR N RSF-2 N RB-1 p-1 GYP (P-1&P-2) /
E E RB-1 P-2 /MDF-1 AT-2 & AT-3
" S RB-1 p-1
W RB-1 P-1/MDF-1
c-11 CORRIDDOR N PT-1 N PB-1 p-1 AT-2 & AT-3
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E E PB-1 p-1
W
PB-1 pP-1
W PB-1 p-1
--—— E N D---
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